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1 4. TECHNICAL 

SPECIFICATION

Page 17 of 

65

4.1. Scope of work: Firm 1: d) Power cable (Excitation Transformer to Thyristor bridge) –Existing 

cables can be re- used

e) Supply of new Power and control cables for complete integration system

i. Control Cable(excitation panel to control desk)-400 mtrs (Approx) for each unit.

ii. Instrument cable for CT, PT and RTD- 250 Mtrs(Approx) for each unit.

iii. LAN cable: 150 Mtrs per each unit.

iv. Auxiliary supply cables( AC & DC): 200 mtrs each unit.

f) Any other cables (Power & Control) between the excitation panels- as per actual

d) Power cable (Excitation Transformer to Thyristor bridge) –Existing cables can be re- 

used

e) Supply of new Power and control cables for complete integration system

i. Control Cable(excitation panel to control desk): 14 core, 2.5 Sqmm :-200 mtrs (Approx) 

for each unit.

ii. Instrument cable for CT, PT & RTD:

1). Instrument cable for PT: 4 Core, 2.5 Sqmm-100 Mtrs for each unit 

2). Instrument cable for CT : 4 Core, 4 Sqmm-100 Mtrs for each unit

 3).  Instrument cable for  RTD- 100 Mtrs(Approx) for each unit.

iii. LAN cable: 100 Mtrs per each unit.

iv. Auxiliary supply cables( AC & DC): 200 mtrs each unit.

f) Any other cables (Power & Control) between the excitation panels- as per actual.

* DC cable from excitation panel to generator slip rings can be re used

2 4. TECHNICAL 

SPECIFICATION

Page 24 of 

65

4.11. Thyristor Converter 

Bridges.

m. All thyristor bridges should have manually operated isolators on AC and DC 

side of Thyristor Bridge for bridge for isolating the bridges and for maintenance 

purpose

Clause No. 4.11(m)- Manually operated isolators removed from the specification

3 Schedule - 1 GTP & 

Tech Data

GTP & Tech Data GTP & Tech Data for 4x60MW  GTP & Tech Data for 4x 115 MW

4
4.9.1. Field 

Breaker

ii. Field breaker should be of minimum 2500Amps, 550 Volts continuous DC 

Rating

4.91.1(ii) Field breaker should be of minimum 2000 Amps, 550 Volts continuous DC 

Rating

Design, manufacture, supply,Testing & Commissioning of 4 Nos. Static Excitation Systems for Unit No. 1 to 4 (4 x115 MW)/Lower Sileru Power House, APGENCO

e-6100002302/HP/SES- LSPH/APGENCO/2026.

Technical Corrigendums



1 NOTICE 

INVITING 

TENDER

6.Delivery Period

1.19. Delivery 

Period:

Page 3 of 

54

Page 8 of 

54

a) Material:

1.19. Delivery Period:

The materials shall be delivered within Six Months from the date of issue of 

Purchase order. Material: Within Six Months from the date of issue of Purchase 

Order

1.19. Delivery Period:

a) Material: Within Ten Months from the date of issue of Purchase order.

b)Erection, Testing & Commissioning: Erection, Testing & commissioning shall be 

completed within 20 days for each unit from the date of intimation of readiness of the site.

 units will be available for ETC on back-to-back basis.

2 Section II - General 

Purchase 

conditions 

(General) Page 11 

of 54

Clause 2.7 Information provided by th

e

Corporation: 

All drawings, Data and documentation that are given to the suppliers by the 

Corporation for the execution of the order are the property of the Corporation and 

shall be returned back when demanded.

Except for the purpose of executing the order of the Corporation, supplier shall 

ensure that the above documents are not used for any other purpose. The supplier 

shall further ensure that the information given by the Corporation is not disclosed 

to any person, firm, body, corporate and / or authority and make every effort that 

the above information is kept confidential. All such information shall remain the 

absolute property of the Corporation

All drawings, Data and documentation that are given to the suppliers by the Corporation for 

the execution of the order are the property of the Corporation and shall be returned back 

when demanded.

Except for the purpose of executing the order of the Corporation, supplier shall ensure that 

the above documents are not used for any other purpose. The supplier shall further ensure 

that the information given by the Corporation is not disclosed to any person, firm, body, 

corporate and / or authority and make every effort that the above information is kept 

confidential. All such information shall remain the absolute property of the Corporation.

Confidentiality obligation be made mutual;

3 Section II - General 

Purchase 

conditions 

(General) Page 11 

of 54

Clause 2.12 Supplier's Liability: Supplier hereby accepts full responsibility and indemnifies the Corporation and 

shall hold the Corporation harmless from all acts of omission and commission on 

the part of the supplier, his agents, his subcontractors and employees in execution 

of the purchase order. The supplier also agrees to defend and hereby undertakes to 

indemnify the Corporation and also hold it harmless from any and all claims for 

injury to or death of any and all persons including but not limited to employees 

and for damage to the property arising out of or in connection with the 

performance of the work under the purchase order.

Supplier hereby accept full responsibility and indemnifies the Corporation and shall hold 

the Corporation harmless from all acts of omission and commission on the part of the 

supplier, his agents, his subcontractors and employees in execution of the purchase order. 

The  supplier also agrees to defend and hereby undertakes to indemnify the Corporation and 

also hold it harmless from any and all claims for injury to or death of any and all persons 

including but not limited to employees and for damage to the property arising out of or in 

connection with the performance of the work under the purchase order. 

Subject however, that indemnity obligation herein of the Supplier shall only arise if 

the events specified in this paragraph occurre on account of wilful default,negligence 

or misconduct of the Supplier only.

4 Section III - 

General Purchase 

Conditions 

(Financial)

Insertion of new clause Limitations of liability Except in case of criminal negligence or wilful misconduct:

a) The contractor has not be liable to APGENCO whether in contract, tort or otherwise for 

any indirect or consequential loss or damage, loss of use, loss of production or loss of any 

profits or interest cost, provided that this exclusion shall not apply to any obligation of the 

contractor to pay Liquidated damages to APGENCO, and

b) The aggregate liability of the Contractor in this Contract to APGENCO, whether under 

the contract, in tort or otherwise shall not exceed the total contract price, provided that this 

limitation shall not applied to the cost of repairing or replacing defective goods or to any 

obligation of the contractor to indenify APGENCO respect to patent infringement.

5 Tender Document

Clause 2.23

Page 13 of 54

Drawings Drawings: The detailed drawings and bill of materials of the Excitation System 

shall be furnished within 15 days

from the date of receipt of PO and got approved by APGENCO before 

manufacturing.

The Detailed drawings, Quality Assurance Plan and bill of materials of the materials shall 

be furnished within 30 days from the date of receipt of PO

Commercial Corrigendums



6 Tender Document

General

Intellectual Property Rights

The Following is missing from the Tender specification

Intellectual Property Rights:

Ownership    of    Intellectual    Property    Rights associated    with    Contractor    scope    

of    work including design, documents, and manufacturing techniques    (including    

software)    owned    or developed by Contractor shall at all times remain vested   in   

Contractor.   Upon   receipt   of   full payment  for  the  services,  Contractor  grants  the 

purchaser   a   royalty   free,   non-exclusive,   non-transferable, license to use such IPR only 

for the use  of  the  goods  and  services  supplied  under this contract.

The   Owner   and   the   Contractor   shall   keep confidential  and  shall  not,  without  the  

written consent of the other Party hereto, divulge to any third    Party    any    document,    

data    or    other information furnished directly or indirectly by the other   Party   hereto   in   

connection   with   the Contract,  whether  such  information  has  been furnished prior to, 

during or following termination of the Contract.

Sd/-

Superintending Engineer(Hy-II)


